
BASIC MAINTENANCE 

Two preliminary planned visits for maintaining your heating or cooling equipment. These visits will be 

made according the approved schedule.  
  

Visits shall include:  

 Inspection of the device for a sufficient amount of refrigerant  

 Cleaning of leaves and debris from the interior of the unit  

 Inspection the drain pan and drain holes clogged opening (if necessary)  

 Review of the condenser heat exchanger and the cleaning of the tray (if necessary)  

 Inspection the motor and fan blades for wear and damage to older models lubricate (if necessary)  

 Inspection of the control board related control elements / pressure switches / accessories, wiring and 

connections. The inspection may include contactors, relays, capacitors, sump heaters and other 

accessories. All electrical parts should be checked for wear or damage  

 Inspection of the compressor and connecting tubes for damage  

 Review of the heat exchanger of the evaporator drain pan and drain lines. Cleaning (if necessary)  

 Cleaning the air filters  

 Inspection of the conditioned air flow (airduct) for leaks  

 Providing chemicals for processing condensate tray and heat exchanger  
 

While the system works:  

 System monitoring for starting characteristics and capabilities  

 Inspection for unusual noise  

 Searching of unusual odours source  

 Air conditioners and thermal pump monitoring for proper refrigerant charge  

 Measuring of the outside temperature  

 Measurement of the internal temperature  

 Measurement of system high and low pressure  

 Measuring of temperature and adjusting the air flow, if necessary (if applicable)  

 Inspection of ventilation system for proper operation  

 Inspection of the system for proper power supply and load voltage / current  

 Providing of a report on the operation of the system and recommendations for repair or replacement if 

necessary;  
 

 

 

If you do not have a log for your equipment then our specialists will do this for free. Also an inspection for 

refrigerant leaks (according to regulation EC 842 on certain fluorinated greenhouse gases) will be made 

without cost service.  
 

 

* Service calls between visits for maintenance will be answered preferentially to customers without a contract. 
Any additional call out of included in your plan will be charged as a service call work. Parts will be additionally 

charged  


